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Abstract: Motor failure due to bearing currents is an issue that has drawn an increasing industrial 
interest over recent years. Bearing currents usually appear in motors operated by variable frequency 
drives (VFD); these drives may lead to common voltage modes which cause currents induced in the 
motor shaft that are discharged through the bearings. The presence of these currents may lead to the 
motor bearing failure only few months after system startup. Vibration monitoring is one of the most 
common ways for detecting bearing damages caused by circulating currents; the evaluation of the 
amplitudes of well-known characteristic components in the vibration Fourier spectrum that are 
associated with race, ball or cage defects enables to evaluate the bearing condition and, hence, to 
identify an eventual damage due to bearing currents. However, the inherent constraints of the Fourier 
transform may complicate the detection of the progressive bearing degradation; for instance, in some 
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cases, other frequency components may mask or be confused with bearing defect-related while, in 
other cases, the analysis may not be suitable due to the eventual non-stationary nature of the captured 
vibration signals. Moreover, the fact that this analysis implies to lose the time-dimension limits the 
amount of information obtained from this technique. This work proposes the use of time-frequency (T-
F) transforms to analyse vibration data in motors affected by bearing currents. The experimental 
results obtained in real machines show that the vibration analysis via T-F tools may provide significant 
advantages for the detection of bearing current damages; among other, these techniques enable to 
visualize the progressive degradation of the bearing while providing an effective discrimination versus 
other components that are not related with the fault. Moreover, their application is valid regardless of 
the operation regime of the machine. Both factors confirm the robustness and reliability of these tools 




Over recent years, many industrial users have reported bearing damages in motors operated with 
variable frequency drives (VFD). After intensive research in the area, most of these failures have been 
attributed to the appearance of bearing currents caused by the VFD operation [1]. More specifically, 
these currents are due to the existence of a common mode voltage in the drive system; as pointed out in 
[2], while a typical three-phase sinusoidal power supply is balanced and symmetrical under normal 
operation conditions (hence, the neutral is at zero level), in a PWM switched three phase power supply, 
perfect balance between phases is not achieved instantaneously; this causes a potential between the 
inverter output and earth which will force currents through stray impedances in the motor cables and 
motor windings (this is known as common mode current [2]). 
More concretely, different studies have revealed that bearing currents can be classified into several 
categories, each of them having different origin [3]. Depending on aspects as motor size, one or other 
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type of current will prevail. In small motors (rated less than 30kW), the common mode voltage will 
cause a voltage drop between the inner and outer race of the bearing. This will create high frequency 
bearing current pulses that will flow through the capacitive coupling of both races. This can happen in 
installations where the shaft is not grounded via the driven machinery [2, 4-5]. On the other hand, in 
large motors (with rated powers above 100kW and frame sizes above IEC 315 [2]) high frequency 
bearing currents are induced in the motor shaft due to asymmetrical flux distribution in the motor. 
Voltage pulses fed by the inverter contain such high frequencies, that the capacitances between the 
motor windings and its frame provide paths for currents to leak to earth. This will induce a voltage 
difference between the ends of the shaft. If this voltage difference is high enough to reach the 
breakdown voltage of the bearing oil film, a current will flow through the bearing [2, 5]. A third type of 
bearing current may circulate when the VFD common voltage mode saturates the stator winding 
capacitance and it discharges via the grounding system. The leakage current returns to the inverter via 
the grounding circuit, seeking the lowest impedance paths. If the motor shaft is grounded via the load 
and impedance path to the load is low, a part of the leakage current can flow through the bearings, shaft 
and driven machinery back to the inverter. This third type of bearing current is known as shaft 
grounding current; it is caused by poor stator grounding and only appears if the coupling motor-load is 
conductive [2]. It can appear for any motor size. 
The circulation of these currents may lead to shorten the life of the bearings: although failure rates 
may vary widely depending on many factors, evidence suggests that a significant portion of failures 
occur only 3 to 12 months after the system starts its operation [4, 6].  Bearing currents may damage the 
contact surface on the bearing balls as well as the bearing rings. The metal is progressively heated and 
small craters may appear on the surface of the material (arcing, pitting and fluting of the bearing race). 
This effect is often accompanied by a discoloration in the balls. Fig. 1 shows the picture of a real 
bearing that was damaged due to the circulation of bearing currents: note the damaged inner ring with a 
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characteristic washboard pattern caused by fluting effect [1, 4] (Fig. 1(a)). Note also the characteristic 
matt grey colour of the balls (Fig.2).    
To mitigate the effects of shaft currents, two main strategies have been proposed [4, 6]. These are 
based on diverting the induced shaft current from the bearings by: 1) insulating the bearings and/or 2) 
providing an alternative path to ground. Based on these strategies there are a number of technologies 
nowadays available in the market: Faraday shields, insulated bearings, ceramic bearings, conductive 
grease, grounding brush, bearing protection rings, etc…However, as [6] points out, few of them meet 
all the criteria of effectiveness, low cost, and application versatility.  Due to these facts, the real 
implantation of these technologies to prevent bearing currents is still scarce in many industrial sites. 
Vibration monitoring is widely employed to detect bearing damages (provoked by either bearing 
currents or other causes) [7-10]. The evaluation of characteristic frequency components in the vibration 
spectrum may help to determine the condition of the different parts of the bearing and, eventually, to 
detect the progressive degradation in any of these parts. In spite of its widespread use, this technique 
has also drawbacks. Most of them rely on the inherent constraints of the underlying signal processing 
tool, the Fast Fourier Transform (FFT); the application of this technique implies that time information 
is lost, i.e.,  FFT is capable to extract the frequency components present in the signal but not how they 
evolve over time (a fact that limits the amount of information obtained with this tool, since it becomes 
difficult to analyse how the amplitude of a certain fault component increases over time, unless repeated 
FFT analyses are carried out). In addition, fault related components may fall near other components 
that are not related to the failure, a fact that complicates the reliable diagnosis of the failure or may 
even lead to a wrong diagnostic [11-14]. Finally, the tool is not suitable in variable speed applications, 
since the slip-dependant fault frequencies may move (as the speed varies) spreading through the 
spectrum, becoming hence impossible to evaluate their real amplitude (unless complex algorithms are 
applied) [15].  
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The present paper proposes the use of time-frequency tools to overcome some of the drawbacks, as 
well as to complement, the conventional FFT analysis. These tools have been recently applied with 
great success in the induction motor condition monitoring field, but mainly for the diagnostic of other 
failures as rotor damages or eccentricities [11, 13, 15-17], although some works related to their 
application to bearing fault detection have also shown promising results [18-22]. The main advantage 
of T-F tools is that they can analyse any machine quantity regardless of the machine operation regime, 
preserving the time information. In other words, these tools provide a full picture of the time-frequency 
content of the analyse signal, so they are capable to identify not only which frequencies are present but 
also how they evolve over time. The identification of the time-frequency evolutions of fault 
components may be very useful to discriminate them versus other possible components present in the 
analysed quantity. Moreover, these tools may enable to visualize, in a single plot, how the fault-related 
frequency components increase the amplitude as the fault worsens. This paper shows the powerfulness 
of these tools to track the harmonics associated with bearing damages provoked by the circulation of 
bearing currents. The results are obtained from experiments with real motors and they prove the 
potential of these tools for becoming a useful informational source for the reliable diagnostic of the 
fault.  
 
2. DETECTION OF BEARING CURRENTS VIA VIBRATION ANALYSIS 
 
In industry, bearing damages are usually detected by a loud running noise, or by using continuous 
vibration monitoring [2]. When a damaged bearing is detected, it should be replaced before its total 
destruction causes production downtimes. As commented above, the damage can be verified if the 
rolling tracks of the bearing are fluted or frosted, and the rolling elements have a grey, dull finish [2]. 
The analysis of the vibration spectrum has been a common manner to detect damages in different 
parts of the bearing. The amplification of particular frequencies in the Fourier spectrum of vibration 
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data that depend on the constructive characteristics of the bearing, enables to identify the degradation 
of a ball bearing. More specifically, expressions (1) to (4) are commonly employed to calculate the 
frequencies associated to damages in the outer race (1), inner race (2), bearing balls (3) and cage (4) 
[23-24]. Note that these expressions depend on constructive parameters of the bearings (see Fig. 2), as 
well as other characteristics:  fC is the cage fault frequency, fI is the inner raceway fault frequency, fO is 
the outer raceway fault frequency, fB is the ball/roller fault frequency, Nb is the number of rolling 
elements, Db and Dc are the diameter of the balls and the pitch diameter, respectively, fr is the 
mechanical rotor frequency and β is the ball contact angle (see Fig. 2). 
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   In the present work, two different bearings will be considered (see pictures in Fig. 3). The bearing 
models are SKF Explorer 6204 and SKF Explorer 6202. These are deep grove, single row ball 
bearings. The main reason for selecting these models was that they enable a quick and reliable 
disassembly so that it was possible an easy access to each component. The bearing parameters taken 
from the data sheet are shown in Table I. 
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    Table I. Parameters of the considered bearings 
 MODEL 




Outer diameter (Do) 39.7 mm 29.2 mm 
Inner diameter (Di) 29.3 mm 21.7 mm 
Ball diameter (Db) 7.92 mm 6.35 mm 
Pitch diameter (Dp) 34.5 mm 25.4 mm 
Contact angle () 0 0 
Number of balls (Nb) 8 8 
 
   Considering that in the tests the motor under study was supplied through a frequency converter that 
set the supply frequency so that the mechanical rotor frequency was 50.3 Hz (see Section 4 for the 
description of the experiments), the frequencies associated with the different bearing defects, given by 
expressions (1) to (4) are those shown in Table II. The evaluation of the amplitude of these 
components in the vibration spectrum is the basis of the usual approach to detect bearing failures. 
 
Table II. Fault frequencies for each bearing considering that fr=50.3 Hz 
 
 MODEL 




Outer raceway damage (fO) 154.98 Hz 151 Hz 
Inner raceway damage (fI) 247.42 Hz 251.40 Hz 
Ball fault frequency(fB) 103.71 Hz 94.52 Hz 
Cage fault frequency (fC) 19.37 Hz 18.87 Hz 
 
3. TIME-FREQUENCY TOOLS  
 
  Over recent years, time-frequency tools have been applied with profusion in the induction motors 
condition monitoring area [11, 13, 15-21]. The addition of a further dimension to the analysis provides 
important advantages in comparison with the traditional techniques relying on stationary methods [11]. 
For instance, they can be employed for the analysis of varying-frequency machine quantities; as an 
example, the decomposition of the motor starting current using time-frequency transforms have proven 
to be a robust informational source for assessing the rotor condition as well as for diagnosing other 
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failures as eccentricities by studying its related components during the acceleration stage [11, 13, 15-
17]. These tools have been also applied to the analysis of non-stationary signals of other quantities, as 
vibrations caused by bearings at its early stage of degradation [25] or even noises [26].   
Time-frequency tools provide a representation of the analysed signal into a time-frequency map. 
Hence, they enable to visualize how the frequencies of eventual fault-related components evolve over 
time. The evolutions of these components lead to very characteristic t-f patterns that can be employed 
to diagnose the presence of the failure [11, 28]. The use of these characteristic patterns provides a high 
reliability for the diagnostic of the motor condition and avoids eventual false indications of the 
traditional methods [11, 13, 28]. Moreover, the computation of the energy or other features such as the 
entropy [25] at certain predefined regions of the time-frequency map enables to define fault indicators 
to determine the severity of the failure. 
There are many time-frequency tools that have been satisfactorily applied for the diagnosis of 
different motor faults. In qualitative terms, time-frequency transforms can be divided into two main 
types: discrete and continuous [27]. Each of these groups has its own characteristics and advantages 
for the diagnosis. Fig. 4 depicts a schematic representation of the main features of each group that 
were well discussed in previous papers [27-28].  
The present work focuses on the application of continuous tools for the detection of damages caused 
by bearing currents. Continuous time-frequency tools can be divided into two main classes [27-28]:  
1) Tools based on correlation with t-f atoms: these tools correlate the analysed signal with a set of 
functions called time-frequency atoms. These are functions whose energy is well concentrated 
around a point in the t-f plane. The Short Time Fourier Transform (STFT) or the Continuous 
Wavelet Transform (CWT), among other, belong to this group. The main drawback of these 
transforms stems from the fact that segmenting the signal in order to locate the instants of 
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appearance of its components reduces the discrimination in frequency, since being time and 
frequency complementary variables, the resolution of a t-f diagram cannot be improved in both 
dimensions at the same time in agreement with the Uncertainty Principle.  Hence, it becomes 
necessary a trade-off between time and frequency resolutions (this trade-off is constant in the 
STFT while variable in the CWT) [28]. 
2) Quadratic distributions: these tools are based on correlating the analysed signal with a time and 
frequency translation of itself. The main representative is the Wigner-Ville Distribution (WVD). 
The WVD is aimed to obtain an accurate t-f energy density localization with no need of 
windowing. Its resolution it only depends on the length of the analysed signal (no trade-off). The 
main drawback of the WVD is the appearance of an extra oscillatory term in the t-f plane for 
each pair of the signal real components (cross terms). To avoid this constraint, there are several 
solutions such as smoothing the result or filtering the correlation with a function called kernel 
which leads to the loss of either resolution or other desirable properties. Depending on the kernel 
used, a new quadratic distribution is defined [28]. 
In the present paper, due to the nature of the fault components to be tracked in the time-frequency 
plane and its widespread use, the STFT is employed, although other options as CWT, WVD, etc... are 
also perfectly suitable. The foundations of this tool are well-known; the signal to be analysed is 
multiplied by a window function centered at t that is different from zero only for a short time period 
[29], thus studying the signal just in that interval. The mathematical expression of this process is given 
by (5), where h(τ) is the window function (usually, a Hann window or a Gaussian window although 
other functions are also possible, and x(τ) is the analysed signal. 








                                                                (5) 
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The Fourier transform of the resulting signal is obtained, while the window function is moved along 
the time axis, resulting a two-dimensional representation of the signal: 





  dethxX tjt ··)·(·
·2
1
                                                          (6) 
 
A set of spectra are obtained in such way; the total set is known as PSP(t,w), which is a time-




   Laboratory experiments were developed using the test bench depicted in Fig. 5.  An induction 
motor was driven through a frequency converter that set the supply frequency at 50.3 Hz. The rated 
characteristics of the motor were: rated power Pn=0.45 kW, rated speed nn=2830 r.p.m, rated 
voltage Un=380/220 V, rated frequency= 50 Hz and power factor cos=0.79. One of the motor 
bearings was the SKF 6202 model; this bearing was showing incipient signs of damage due to its 
prolonged use. In the opposite border to the motor shaft, the tested SKF 6204 bearing was 
mounted.  
A high frequency voltage was applied between the bearing cage and the shaft (211 kHz), using a 
pulse generator based on a MOSFET circuit. The RMS value of the applied voltage applied was 
5V, while the average value of the resulting current pulses was variable but did not surpass a level 
of 1 A. Fig. 6 shows the waveforms of the applied voltage (top line, orange colour) and current 
pulses (bottom line, blue colour). 
   As a consequence, the experimental assembly was simulating the circulation of a bearing current that 
was flowing through the bearing and through the shaft (see Fig. 5). The bearing currents were injected 
during consecutive time intervals with variable duration (these intervals will be denoted by T1 to T26). 
During the tests, vibration data were captured at different points of the test bed at a sampling rate of 20 
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kHz. Fig. 7 shows a detail of the location of the accelerometers to capture vibration signals; the four 
measurement points are numbered in the figure to facilitate the identification of the vibration signals 
that are analysed in the following sections.   
 
5. ANALYSES AND DISCUSSION. 
 
In this section, the considered time-frequency decomposition tool (STFT) will be applied to the 
vibration signals that were captured at the different measurement points (2 to 5). Due to the huge 
amount of data (the vibration signals were registered during 26 time intervals, each of them having a 
minimum duration of 100 seconds) only few of these intervals will be represented for simplicity 
purposes (intervals T4, T14 and T25). Each time-frequency analysis shows the time evolution of the 
considered frequency components during the represented time intervals. Also, the figures do not 
represent the full time-frequency map but they will show the time-frequency region of interest in each 
case, where the fault components associated with the bearing faults are located. 
 
5.1. Measurement point 2 (y-radial direction on the SKF 6204 bearing). 
 
   Figs. 8 and 9 show the time-frequency decompositions of the vibration signals at point 2 in the three 
considered time intervals (T4, T14 and T25). The figures only plot the frequency regions under interest 
(145-160 Hz) for Fig. 8 and (245-270 Hz) for Fig.9.  
   With regards to Fig. 8, note how the frequency component at around 154 Hz associated with the 
outer raceway damage in the bearing SKF 6204, in which the currents where injected (see fO in Table 
II) progressively increases its amplitude as the severity of the failure gets worse due to the circulation 
of these bearing currents (note the more intense colour in interval T25 in comparison with the intervals 
T14 and T4, where the development of the fault was more incipient). Note also that there is slight 
‘displacement’ of that frequency between T14 and T25 (the frequency is slightly higher in T25). On 
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the other hand, note that there is a very slight component at around 151 Hz (which is almost 
unadvertised in that figure). This component is due to the degradation of the outer raceway of SKF 
6202 due to its prolonged use (see frequency fO in Table II); the amplitude of this component is more 
stable over time and has a much smaller value than the component associated to the failure in SKF 
6204. 
  In Fig. 9, note that the amplitude of the component at around 247-248 Hz associated to the bearing 
failure in the inner raceway of SKF 6204 (see fI in Table II) remains almost constant from T4 to T14. 
However, the component at near 251 Hz (associated with the inner raceway failure in SKF 6202) 
increases from T4 to T14, hence revealing a progressive degradation of this bearing (see Table II). 
 
5.2. Measurement point 4 (z-radial direction on the SKF 6204 bearing). 
 
Fig. 10 is equivalent to Fig. 8 but for point 4 instead of point 2 (see Fig. 7). Again, the figure only 
plots the frequency region under interest (145-160 Hz). Fig. 10 shows a quite similar behaviour of the 
fault components in the [145-160] Hz region as that shown in Fig. 8. The fault component associated 
to the damage in the outer raceway of SKF 6204 (around 154 Hz, see Table II) shows a prominent 
increment (especially from T14 to T25) that reflects the progressive damage in the outer raceway due 
to the injection of bearing currents. On the other hand, the amplitude of the component at around 151 
Hz remains approximately constant (despite a slight increase in the interval T14); again, this may be 
linked with the inherent damage of SKF 6202 due to prolonged use.  
This figure reveals, once again, the ability of the time-frequency, tools to discriminate the 
components linked with the different bearings and at the same time, analyse their evolution in 
amplitude over time. 
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Fig. 11 depicts the time-frequency analysis for the time intervals T4 and T14, circumscribed to the 
frequency band [245-255] Hz. Note, again, the prominent amplitude increment for the component 
associated to the SKF 6202 inner raceway damage.  
5.3. Measurement point 5 (axial direction on the SKF 6204 bearing). 
 
Fig. 12 depicts the time-frequency analysis of the vibration signals captured at point 5 during the 
three intervals (T4, T14 and T25); the graph is restricted to the frequency interval [145-160] Hz. Note 
that it is clearly evident the progressive increment in amplitude of the component associated with the 
damage in the outer raceway (fO) for bearing SKF 6204 (component around 154 Hz), which is 
provoked by the current injection in this bearing. On the other hand, the component at around 151 Hz 
(which is linked to the damage in the outer raceway of SKF 6202) has relatively low amplitude that 
remains almost constant, as observed in the graph. 
Fig. 13 shows the time-frequency analysis for the time intervals T4 and T14, circumscribed to the 
frequency band [245-254] Hz. Note, the amplitude increment for the component associated to the SKF 
6202 inner raceway damage (around 251 Hz, see Table II). Also note that the significant amplitude of 
the component associated with the SKF 6204 inner raceway failure. Once again, time-frequency tools 
provide the possibility of discriminating between the components caused by the failures at the different 
bearings. 
 
5.4. Measurement point 3 (y-radial direction on the motor frame). 
 
Fig. 14 depicts the time-frequency analysis of the vibration signals captured at point 3 during the 
intervals (T4, T14 and T25); only the frequency range [145-160] Hz is plotted. Note that in this case, 
since the vibration measurement point is over the motor frame, much nearer to bearing SKF 6202 than 
to SKF 6204 (see Fig. 7), the effects of the failure in the nearest bearing are much more noticeable. 
Hence, the component at around 151 Hz, which is associated to the outer raceway damage in bearing 
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SKF 6202 (see Table II) is much more prominent than that at around 154 Hz (caused by the damage in 
SKF 6204). In any case, the time-frequency analysis, once again, enables to discern between the 
components caused by different bearings and to detect their progressive increase in amplitude over 
time.  
Fig. 15 shows the time-frequency analysis for the time intervals T4 and T14 for the frequency range 
[245-254] Hz. Note, again, the amplitude increment for the component associated to the SKF 6202 
inner raceway damage (around 251 Hz, see Table II). Also note the presence of the component 
associated with the SKF 6204 inner raceway failure. Note that while the amplitude of the component 
associated with the SKF 6202 failure is larger, that of the component linked to SKF 6204 is lower than 
for the previous measurement points, due to the fact that measurement point 3 is much nearer to the 
first bearing than to the second. In any case, once again, time-frequency tools allow discrimination 




5.5. Computation of fault indicators. 
 
A fault severity indicator was defined to determine the level of bearing failure at each monitored 
interval. This indicator enables to observe if the considered fault component gets worse in the 
corresponding bearing or if, on the contrary, its amplitude remains stable. 
Although there are many alternative fault indicators that may be defined based on the results of 
the time-frequency transforms, in this particular work we consider the fault index given by (7) that 
relates the energy of the time-frequency region containing the fault component (STFT_FC, 
denominator of the quotient in (7)) with the energy of the time-frequency region containing the 
main vibration component at the initial interval T4 (STFT_MC, numerator of the quotient in (7)). 
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Note that, rather than an absolute threshold for determining if the fault is present or not, the main 
objective when defining this indicator is to observe how the fault degrades over time. 
 
                                                                                                                                                       (7) 
 
 
In (7), STFT_FC i,j is the STFT value at a certain point (i, j) of the time-frequency region that 
includes the considered fault component and STFT_FC i,j  is the STFT value at a certain point (i, j) of 
the time-frequency region containing the main vibration component at the initial time interval T4; N0t 
and Nft are the initial and final time coordinates of the considered time interval (T4, T14 or T25 in this 
work); N0f and Nff are the initial and final coordinates defining the frequency interval of the t-f region 
containing the fault component; finally and N0F and NfF are the initial and final coordinates defining 
the frequency interval  of the t-f region containing the main vibration component at the initial time 
interval. 
   Table III shows the computation of the fault indicator (last column) for both considered bearings 
(SKF 6204 and SKF 6202) at the different time intervals and at each measurement point (2, 3, 4 and 
5). This table is referred to the component associated to a failure in the outer raceway of each bearing 
(fO in Table II). Fig. 16 shows the graphic representation of the evolution of the indicator over the time 
(T4-T14-T25) at the different measurement points for the SKF 6204 bearing, based on the values of 
Table III. Interestingly, note that measurements at points 2, 4 and 5 reveal that the outer raceway 
failure gets worse over time (i.e. the value of the indicator successively decreases). This is logical 
since this is the bearing where the bearing currents were injected and, consequently, where the outer 
raceway is progressively damaged.  Hence, this figure ratifies the information provided by the visual 










































time-frequency analysis to see how the bearing currents increase the damage of the bearing outer 
raceway over time. Note that (unlike what happens at points 2, 4 and 5) at point 3 the indicator remains 
approximately stable. This is logical since this measurement point is much farther from the bearing 
where the fault takes place (see Fig. 7).      
On the other hand, Fig. 17 is equivalent but for the SKF 6202 bearing. Note that the value of the 
indicator associated to the outer raceway failure in that bearing remains approximately stable. This is 
coherent with the time-frequency maps depicted in previous sections and shows how the level of 
failure in the outer raceway of this bearing does not substantially vary over the considered time 
intervals. 
Finally, Table IV shows the values of the fault indicator (last column) for both considered bearings 
(SKF 6204 and SKF 6202) at the subsequent time intervals T4, T14 and at each measurement point (2, 
3, 4 and 5). Unlike Table III, Table IV corresponds to the respective components associated to a failure 
in the bearing inner raceway (fI in Table II). Fig. 18 shows the graphic representation of the evolution 
of the indicator over the time (T4-T14) at the different measurement points for the SKF 6204 bearing, 
based on the values of Table IV. Note that the measurements at all points remain approximately stable, 
a fact that shows that this particular failure does not get worse in this bearing (note that this is the 
bearing where the currents are injected). On the other hand, Fig. 19 is equivalent but for the SKF 6202 
bearing. Unlike the previous figure, note that the value of the indicator associated to the inner raceway 
failure in bearing SKF 6202 progressively decreases over time at all measurement points; this indicates 
that the level of inner raceway failure progressively increases in that particular bearing This is coherent 
with the time-frequency maps depicted in previous sections that showed that the level of failure in the 





Table III. Values of the fault indicator for each bearing at each measurement point considering 
the fault frequency fO (outer raceway damage) 
POINT Bearing Fault Frequency Interval Indicator (dB) 
2 SKF 6204 fO (155 Hz) T4 22,05 
T14 17,26 
T25 11,07 
2 SKF 6202 fO (151 Hz) T4 35,43 
T14 29,07 
T25 34,78 
4 SKF 6204 fO (155 Hz) T4 30,90 
T14 27,01 
T25 10,87 
4 SKF 6202 fO (151 Hz) T4 20,63 
T14 17,84 
T25 23,35 
5 SKF 6204 fO (155 Hz) T4 3,87 
T14 -4,89 
T25 -14,01 
5 SKF 6202 fO (151 Hz) T4 8,67 
T14 2,25 
T25 8,29 
3 SKF 6204 fO (155 Hz) T4 47,25 
T14 38,73 
T25 41,45 






Fig. 20 shows some pictures obtained after disassembling the SKF6204 bearing after the tests. It can 
be observed the faulty condition of the outer cage provoked by the prolonged injection of currents; 
indeed, the pictures reveal the characteristic surface roughness pattern caused by this failure. On the 
other hand, the pictures reveal a slight level of failure in the inner raceway. These pictures prove that 
the information obtained with the time-frequency tools combined with the fault indicator provide a 
correct diagnostic of the condition of the bearing in the event of circulating bearing currents. 
 
Table IV. Values of the fault indicator for each bearing at each measurement point considering 
the fault frequency fI (inner raceway damage) 
POINT Bearing Fault Frequency Interval Indicator (dB) 
2 SKF 6204 fI (247 Hz) T4 40,72 
T14 37,31 
2 SKF 6202 fI (251 Hz) T4 40,61 
T14 30,47 
4 SKF 6204 fI (247 Hz) T4 44,13 
T14 48,15 
4 SKF 6202 fI (251 Hz) T4 46,10 
T14 30,93 
5 SKF 6204 fI (247 Hz) T4 9,13 
T14 9,88 
5 SKF 6202 fI (251 Hz) T4 13,93 
T14 9,33 
3 SKF 6204 fI (247 Hz) T4 55,69 
T14 53,88 







In the present paper, the application of time-frequency analysis of vibration data has been proposed 
for monitoring bearing damages provoked by circulating bearing currents. This type of failure is of 
special interest for industrial users due to its frequent occurrence in applications involving inverted-fed 
motors. Until now, no satisfactory solution has been found to overcome this problem or, at least, to 
reliably monitor the bearing degradation caused by this fault. The experimental results included in the 
paper, developed with an innovative test bench, have proven that time-frequency analysis of machine 
quantities as vibration data may be a powerful source of information due to its significant advantages, 
namely: 
- Possibility of continuous tracking of the amplitude of components associated with different 
bearing failures, a fact that enables to monitor the evolution of the corresponding fault severity. 
- Possible application even under non-stationary conditions, which may be especially useful in 
motors involved in applications where the load continuously change or with frequent start-stop 
cycles.  
- Better discrimination among components associated to simultaneous failures in different 
bearings that are plotted as separate evolutions in the resulting time-frequency map. 
- Robust discrimination versus other components related to other failures in the machine (e.g., 
rotor faults, eccentricities), since the time-frequency evolutions of the fault components are less 
likely to overlap than their respective frequencies in an FFT spectrum. 
- Facility of introducing fault severity indicators based on the time-frequency information 
obtained with these signal processing tools. 
   All these advantages confer a great potential for the possible implementation of these tools in on-line 
condition monitoring systems or portable devices that are intended to diagnose the deterioration of 
bearing damages due to bearing currents.  
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   Finally, the innovative test bed developed in this work will also enable the future assessment of tests 
methods for the diagnostic or prognostic of damages provoked by bearing currents. 
   The approach presented in this work will be extended in future works to the detection of the 
considered fault by means of analysis of currents rather than vibrations. In this sense, the analysis of 
this quantity may provide certain advantages as the avoidance of vibration sensors installation in the 
machine and may be an excellent complementary informational source for the diagnosis of the bearing 
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Figure 17. Graphical representation of the evolution of the fault severity indicator at each measurement 
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point for the bearing SKF 6204 (fault component fI (inner raceway damage)). 
Figure 19. Graphical representation of the evolution of the fault severity indicator at each measurement 
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Figure 1. Effects of bearing currents on a real bearing: (a) Surface roughness of a bearing race caused 





Figure 2. Schematic representation of the ball bearing characteristics used in expressions (1) to (4). 
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  Simple 
  Usually, with lower computational burden 
  Facilitate the quantification of the fault severity 
  Suitable for on-line diagnostic systems 
  E.g.: DWT 






















































  More complete representation of the 
fault components evolutions. 
  Enable the diagnostic based on more 
harmonics: higher reliability 
  Enable the discrimination among failures 
and between failures and other 
phenomena 
  Suitable for off-line diagnosis 































Figure 6. Waveforms of the voltage applied between bearing cage and shaft (top) and resulting 







Figure 7. Detail of the vibration measurement points. 
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Figure 8. STFT analysis for the vibration signal at point 2 during the time intervals T4, T14 and T25 
(frequency band 145-160 Hz). 
Initial (signal 4) final (signal 14)  
Figure 9. STFT analysis for the vibration signal at point 2 during the time intervals T4 and T14 
(frequency band 245-254 Hz). 
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Figure 10. STFT analysis for the vibration signal at point 4 during the time intervals T4, T14 and 
T25 (frequency band 145-160 Hz). 











Figure 11. STFT analysis for the vibration signal at point 4 during the time intervals T4 and T14 
(frequency band 245-255 Hz). 
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Figure 12. STFT analysis for the vibration signal at point 5 during the time intervals T4, T14 and 
T25 (frequency band 145-160 Hz). 











Figure 13. STFT analysis for the vibration signal at point 5 during the time  intervals T4 and T14 
(frequency band 245-254 Hz). 
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Figure 14. STFT analysis for the vibration signal at point 3 during the intervals T4, T14 and T25 
(frequency band 145-160 Hz). 











Figure 15. STFT analysis for the vibration signal at point 3 during the time intervals T4 and T14 





























Figure 16. Graphical representation of the evolution of the fault severity indicator at each 





























Figure 17. Graphical representation of the evolution of the fault severity indicator at each 



























Figure 18. Graphical representation of the evolution of the fault severity indicator at each 



























Figure 19. Graphical representation of the evolution of the fault severity indicator at each 













                           (a)                                                                               (b) 
 
Figure 20. Pictures of the bearing SKF 6204 after its disassembly: (a) Outer raceway; (b) Inner 
raceway. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
